
Site Address: 5101 W 98
th

 St TEDDY B’S POPCORN 

 

Plat name: NORMANDALE PLAZA 3
RD

 ADDITION 

Proposal: Conditional Use Permit for a restaurant  

 

PUBLIC WORKS DEPARTMENT DEVELOPMENT PLAN REVIEW 
City of Bloomington        1700 West 98

th
 Street, Bloomington, MN 55431        952-563-4870 

Applicant 

Information 

Theodore Williams 

5113 W 98
th

 St 

tw@teddybspopcorn.com 

612-221-0016 

 Case No: n/a 

  Permit No:  

Scheduled 

for: 

Informal DRC: 3/24/15 Item #3 

Formal DRC:  

Planning Commission:  

City Council: 

Date Received: 3/18/15    

Return to: Dennis 

Fields 

   

 Due Date: 3/23/15    

Plan Reviewer Date Date Date Date 
Development/Services Section – 952-563-4862     

 Jen Desrude (JCD), Civil Engineer  3/23/15    

Traffic Section     

 Amy Marohn (ALM), Civil Engineer 3/23/15    

 Tom Bowlin (TPB), Civil Engineer     

 Kirk Roberts (KAR), Traffic & Trans. Engineer     

Street Design & Construction Section     

 Steve Jorschumb (SKJ), RLS 3/23/15    

 Julie Long (JML), Senior Civil Engineer  3/23/15    

 Bob Simons (BPS), Civil Engineer 3/23/15    

Water Resources Section     

 Bryan Gruidl (BRG), Sr. Water Resources Manager     

 Steve Segar (SWS), Civil Engineer  3/23/15    

Utilities Division     

 Tim Kampa (TKK), Civil Engineer     

 Eric Wharton (ECW), Civil Engineer 3/23/15    

Maintenance Section     

 Dave Hanson (DLH), Assist. Maint. Superintendent     

Administration     

 Jim Gates (JBG), Deputy Director of PW     

 Karl Keel (KPK), Director of Public Works     

 Shelly Pederson (SAP), City Engineer      

Email  

Fax  

Other  
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1.  Development/Services Section (Plats, Easements, Agreements, Misc.) 

 No comment. 
 

2.  Traffic Section & Street Design / Construction Section 

 No comment 
 

3.  Water Resources Section   

 No comment.  Since no exterior/grading. 
 

4.  Utilities Division   

Code Requirements 

 Discharge of sanitary effluent containing fats, oil, grease, or wax in excess of 100 mg/L is prohibited (Sec. 11.31(6) (B)). 

CC =  Council Condition of Approval  

PR  =  Plan Comments - need to revise plans or satisfy comment, but does not necessitate a Council condition 

S/R  =  Suggestions/Recommendations 

CC PR S/R Comment 
Date & 

Initial 

Date 

Complete 

General 

   Sewer Availability Charge (SAC) be satisfied.  Contact the Met Council at 651-602-1378 for 

a SAC determination, which is required by the Metropolitan Council Environmental 

Services.  

 

3/23/15 

ECW 

 

   There shall be at least a 10-foot horizontal separation between water and sewer lines. 

 

3/23/15 

ECW 

 

   Water mains crossing storm or sanitary sewers shall have a minimum of 18-inch vertical 

separation. 

3/23/15 

ECW 

 

Sanitary Sewer 

   Any proposed new, or substantial remodel of an existing food service facility must show 

and adequately designed exterior grease interceptor that receives only kitchen waste, on 

the plans as prepared and submitted by the design professional.  Design of grease 

interceptor shall conform to “Standard for Pre-Treatment of Sanitary Waste Effluent 

Containing Fats, Oil, and Grease,” as published by the City of Bloomington Utilities 

Division. 

3/23/15 

ECW 

 

   Maintenance Schedule/Plan for Grease Interceptor BMP signed by property owner must 

be filed with the Utilities Division prior to issuance of permit to connect with sanitary 

sewer system.  A copy of the signed agreement, the Grease Interceptor manufacturer’s 

operation and maintenance manual, and continuous maintenance records for the 

previous twelve (12) months shall be kept on site and available to City of Bloomington 

staff for review.  [Sec. 11.31 (7)] 

 

3/23/15 

ECW 

 

   Redevelopment projects in the City of Bloomington generally increase the density of 

property use throughout the City. As a result, the demand upon the remaining capacity of 

the existing wastewater infrastructure is being pushed beyond system limits. To allow 

these redevelopment projects to move forward, additional wastewater capacity must be 

built into the system to accommodate the desired growth. Bloomington is in the process 

of developing a fair cost-sharing program that will address future funding for the needed 

wastewater system capacity improvements. This project will likely be required to 

participate in the cost-sharing of system upgrades in accordance with the City’s cost 

sharing program once it has been finalized by the City. 

3/23/15 

ECW 

 

 

5.  Maintenance Section 

 No comment. 
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